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Question 

 
According to the data sheet the gauge should be held in position. Does this mean that it is held in position to 
prevent rotation and axial movement or does this only mean preventing rotation and by axial movement the most 
onerous position should be looked for? 
 
 
 
 
 
 
 
 
 
 

         

Decision 

 
Most unfavourable position should be applied. Steps to test: 

1) Further screwing of the gauge shall be prevented. 
2) During the test for contact, the lampholder or the gauge should be slightly moved within its possible play 

in any direction without undue force. 
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